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Project:    
 

Property Acquisition 

Rationale: Required to enable the acquisition of property necessary for future schools and 
  support facilities including specific parcels of property currently in negotiations. 
 

Recognizing the rapid development occurring within the District, it is important 
to acquire available property now in required locations for future school district 
facilities.  

 
The budget identified is comparable in proportion to final allocated property 

  acquisition budgets of previous bond authorizations. 
 
Budget: $16,000,000 
 
 

 
 
 
 
 
Return to Matrix 

 
 
 
Project: 
 

Infrastructure 

Rationale: Required provision and connection of necessary utility work and facilities (i.e., 
water, sewer, drainage, road, communication) to serve the school sites and 
associated new schools.  Specific work may be required as part of property 
acquisition well in advance of school opening. 

 
Budget: $5,200,000 
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Project Name:   

    

Katy HS West Campus 

Project Description: 

Provide for a replacement facility either in the current location or closer to the main campus  

Replacement of the facility in the current location would necessitate relocating of students & 
staff into a temporary classroom “village” during construction. 

Replacement of the facility closer to the main campus, as supported by campus administration, 
has some options.  First, there would be no need to displace either students or staff during 
construction.  They could remain housed in the existing facility during construction.  Also, based 
upon the current estimate to replace the facility in the current location, we feel there may 
some options in regards to the replacement of the wrestling room, brigade gym and original 
auditorium.  Savings achieved by not constructing the temporary classroom village and 
efficiency in planning could potentially fund these options.   

 

Background & Justification: 

This original portion of Katy HS opened in 1951.  To the best of our knowledge, the air 
conditioning was not installed until 1965.  The building foundation is pier & beam – no concrete 
on grade but elevated with a crawlspace for piping runs.  The building integrity is beyond its 
useful life in regards to the building shell - roof, windows and mechanical systems. 

A review of the area by an outside engineering consultant noted the following: 

“Return air is thru louvers within the classroom doors. 
Three Central plants, (1) DX chiller and (2) Chilled water systems. 
(3) Multizone air handling units. 
(5) Single Zone air handling units. 
All mechanical equipment is well beyond its useful life. 
Building does not warrant a renovation to bring up to code due to design and construction 
materials used. 
Would not recommend spending time or money towards this old building.” 
 
Due to the reasons above, a renovation would not be cost effective in light of the realm of 
component replacement in addition to asbestos abatement and potential water intrusion 
remediation. 
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Project Name:   Mayde Creek HS Central Plant 

Project Description: 

Provide for the construction of a new chilled water plant and renovations to the existing hot 

water plant. 

Background & Justification: 

This original central plant serves the large majority (approx. 75%) of the teaching and 

administrative spaces.  There is a critical concern that this plant is beyond its designated life 

with a potential severe impact on the campus should it fail.  “Band Aid” maintenance repairs no 

longer will ensure its viability. 

Per the comments from an outside engineering consultant: 

“Review of the existing Trane AHU's 
Units are 28 years old and show signs of cabinet rust, drain pan corrosion, bearing wear. These 
single wall constructed units will need to be replaced within the next two years or excessive 
maintenance cost will be required to keep units operational. Spare parts may not be available. 
Recommendation is to replace all existing air handling units. 
 
The lack of induced ventilation air into these mechanical rooms should be increased to improve 
Indoor air quality.  
Recommendation is to increase outside air quantities into mechanical room air handling 
units. 
 
Review of mechanical mezzanine (Central plant) shows air handling units, refrigerant machinery 
and gas fired equipment within same area. This is not consistent with current codes. 
Recommendation is to remove refrigerant machinery from this space and separate the gas 
fired equipment from the air handling equipment by construction of a separate room within 
the existing space. 
 
Review of existing chillers. 
Units are piped in series and only two of the three chillers are operational. Units’ life 
expectancy is approximately 25 years. The refrigerant used by these machines has been 
discontinued. 
Recommendation is to replace these chillers with high efficiency chillers and building new 
central plant. This is to resolve code violations in mechanical mezzanine. Provide a variable 
primary pumping system. 
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Review of the existing boilers: 
Units are fire tube boilers and not efficient to operate. 
Recommendation is to replace these boilers with multiple high efficiency boilers to reduce 
gas Consumption. Build room around boilers to separate gas fired equipment from HVAC 
equipment. 
 
Review of Existing Electrical System, The electrical equipment is at the end of its life expectancy 
and Replacement parts may not be available. The electrical system has been expanded to its 
limits. Additional circuit space is required. 
Recommendation is to replace all electrical equipment to provide future capacity. “ 
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Project Name:  Mayde Creek JH Renovation 

Project Description: 

Provide a comprehensive renovation to the original areas of Mayde Creek JH.   

Components of a Comprehensive Renovation 

In the last few years, Katy ISD has developed a comprehensive renovation approach 

regarding older school district facilities.  The first priority is the roof and building 

envelope (brick, windows, doors).  Once we have ensured that the facility has been 

secured from water intrusion, we focus on the interior of the building.   

The next level of upgrade is within the building in which we review the mechanical, 

electrical, and plumbing (MEP) systems.  In regards to each discipline: 

- Mechanical – air conditioning/heating.  As the equipment ages the levels of 
performance for operation and air quality tend to diminish. 

- Electrical – as our programs have evolved, so have our demands for electricity 
particularly in the area of technology.  A review of lighting levels for student 
performance and energy efficiency is also evaluated. 

- Plumbing – in older buildings, piping deteriorates affecting the quality and 
efficiency of the plumbing.  A side effect could result in hidden leaks affecting the 
integrity of the walls including the introduction of mold. 

                

Changes to the MEP systems affect the interior finishes – flooring, painting of walls.  At 

that same time, we review the existing spaces in the building and determine if they 

support the current curriculum and legislative requirements.  Areas to be considered 

would be the restrooms, classroom needs, clinic, and administrative. 

At this same time, we review the need for a classroom addition at the campus.  The MEP 

upgrade would take into consideration the need to support a building addition at a later 

date. 

When determining the priority of campuses and the total building upgrades, 

we evaluate the campuses within the context of roof, building envelope, MEP and 

program.  Any immediate campus needs are addressed through our work order system 

in order to ensure a safe facility.   
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Background & Justification: 

This campus opened in 1980. 

Comprehensive renovation, per the comments from an outside engineering consultant: 

Review of the existing galvanized domestic water piping. This piping is in need of replacement 
due to leaks throughout the building.  
Recommendation is to replace the existing galvanized piping with copper piping throughout 
the building including above ceiling, utility pipe chases and inside wall to the final connection.  
 
Review of Existing Electrical System, The electrical equipment is at the end of its life expectancy 
and replacement parts may not be available. The electrical system has been expanded to its 
limits. Additional circuit space is required. 
Recommendation is to replace all electrical equipment to provide future capacity.  
 
Review of building temperature controls and reason why the air compressor runs continuously.  
Recommendation is to replace all pneumatic controls with Direct Digital Controls and remove 
air compressors.  

 
 
Review of the existing air handling units (ahu) are 29 to 30 years old and show signs of cabinet 
rust, drain pan corrosion, bearing ware. These single wall constructed units will need to be 
replaced within the next two years or excessive maintenance cost will be required to keep units 
operational. Spare parts may not be available. 
Recommendation is to replace all existing air handling units. 
 
Reviews of the HVAC systems indicate the building has two separate chilled water plants. Some 
of the mechanical equipment is nearing the end of its life expectancy.  
Recommendation is to replace all original HVAC equipment and to consolidate all plants into 
one central plant to reduce the maintenance cost  
 
Review of the existing lighting systems indicates the original fixtures are in poor condition.  
Classrooms do not have dual level lighting. Building does not meet energy code. 
Recommendation is to replace all original light fixture including exterior fixtures and add dual 
level lighting to all classroom, Add motion detection to all areas to increase energy efficiency   
 
Review of the existing special systems: FIRE ALARM, COMMUNICATION SYSTEM, CLOCK 
SYSTEM, SECURITY SYSTEM, and SECURITY CAMERAS.  
Recommendation is to replace all original systems that have not been upgraded from original 
construction, or recent renovations.  
 
Review of the existing student and staff restrooms and plumbing fixtures.  
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Recommendation is to replace all original plumbing fixtures. The new fixtures will save on 
water usage and maintenance cost.   
  
Review of the existing drinking fountains.  
Recommendation is to replace all original drinking fountains. The new fixtures will save on 
water usage and maintenance cost.  The existing fixture use refrigerant  has been 
discontinued. 
 
Review of existing electrical system. The electrical equipment is at the end of its life expectancy 
and replacement parts may not be available. The electrical system has been expanded to its 
limits. Additional circuit space is required. 
Recommendation is to replace all electrical equipment to provide future capacity.  
 
Review of the existing cooking lab. The exhaust systems need to be replaced to keep smells 
from migrating thru the rest of the building. Plumbing fixtures are from the original 
construction.  
Recommendation is to replace all exhaust fans, ductwork and plumbing fixtures throughout 
this room. 
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Project Name:   Taylor HS Pool Renovation 

Project Description:  Renovation of the existing pool and natatorium space at Taylor HS in 

regards to safety and deteriorated physical plant components. 

Background:    

Since the opening of this campus, no major renovations have been done to this area of the 

school.   

A review of the area by an outside engineering consultant noted the following: 

“Pool Equipment Room has damaged electrical systems, conduit and wiring due to chlorine 
environment. 
Recommendation is to replace all original conduits, wiring electrical panels and equipment. 
Provide exhaust system to prevent damage to systems. 
Review of Natatorium’s lighting system.  
Recommendation is to replace all lighting due to the lighting being installed over the pool 
and this makes maintenance difficult.   
Review of Natatorium’s HVAC system. 
Recommendation is to replace the exhaust system and provide a pool HVAC system to 
ensure proper temperature, humidity and environment. Replace existing ductwork with new 
fiber ductwork. “ 
 

Justification:   

 The pool equipment has outlived its useful life. (Repairs & some 

component replacement have been done but the system continues to 

fail.) 

 The pool area is the only facility that lacks any air conditioning/heating, 

resulting in numerous humidity related problems. 

 The pool needs to be replastered and the ceiling should be renovated 

including new improved lighting. 

 The pool deck needs repair followed by the application of a non‐slip 

resistant surface. 

 The locker rooms are in need of renovations also due in part to humidity.  

The age and humidity damage have resulted in a majority of the lockers 

lacking complete function.  

 Coach is unable to supervise because there is no office in this area. 

 Past flooding in the pool equipment room has led to damage in adjacent 

athletic areas, i.e., the gym 
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Project Name:   Taylor HS Renovation 

Project Description:   

Provide a comprehensive renovation to the original areas of Taylor HS.   

  Components of a Comprehensive Renovation: 

In  the  last  few  years,  Katy  ISD  has  developed  a  comprehensive  renovation  approach 

regarding  older  school  district  facilities.   The  first  priority  is  the  roof  and  building 

envelope  (brick, windows,  doors).  Once we  have  ensured  that  the  facility  has  been 

secured from moisture intrusion, we focus on the interior of the building.   

The  next  level  of  upgrade  is within  the  building  in which we  review  the mechanical, 

electrical, and plumbing (MEP) systems.  In regards to each discipline: 

- Mechanical  –  air  conditioning/heating.   As  the  equipment  ages  the  levels  of 
performance for operation and air quality tend to diminish. 

- Electrical  –  as  our  programs  have  evolved,  so  have  our  demands  for  electricity 
particularly  in  the  area  of  technology.   A  review  of  lighting  levels  for  student 
performance and energy efficiency is also evaluated. 

- Plumbing  –  in  older  buildings,  piping  deteriorates  affecting  the  quality  and 
efficiency of the plumbing.  A side effect could result in hidden leaks affecting the 
integrity of the walls including the introduction of mold. 

                

Changes to the MEP systems affect the interior finishes – flooring, painting of walls.  At 

that  same  time, we  review  the  existing  spaces  in  the  building  and  determine  if  they 

support  the  current  curriculum  and  legislative  requirements.   Areas  to be  considered 

would be the restrooms, classroom needs, clinic, and administrative. 

At this same time, we review the need for a classroom addition at the campus.  The MEP 

upgrade would take into consideration the need to support a building addition at a later 

date. 

When  determining  the  priority  of  campuses  and  the  total  building  upgrades, 

we evaluate  the  campuses  within  the  context  of  roof,  building  envelope,  MEP  and 

program.  Any immediate campus needs are addressed through our work order system 

in order to ensure a safe facility.   
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Background & Justification: 

Please note that during the public input on facilities phase in December 2009/January 2010; 

several comments online and at the workshop indicated a need to renovate/upgrade the 

campus. 

The following are comments offered by an outside engineering consultant: 

Review of the existing galvanized domestic water piping. This piping is in need of replacement 
due to leaks thru out the building.  
Recommendation is to replace the existing galvanized piping with copper piping throughout 
the building including above ceiling, utility/pipe chases and inside wall to the final 
connection.  
 
Review of existing electrical system, the electrical equipment is at the end of its life expectancy 
and replacement parts may not be available. The electrical system has been expanded to its 
limits. Additional circuit space is required. 
Recommendation is to replace all electrical equipment to provide future capacity. 
 
Review of the existing main switchboard from the original construction.  
Recommendation is to replace all original electrical equipment to provide future capacity. 
 
Review of building temperature controls, and air compressor. 
Recommendation is to replace all pneumatic controls with Direct Digital Controls and remove 
air Compressor.  
 
Review of the existing 56 original Air Handling Units (AHU's) Units are 32 years old and show 
signs of cabinet rust, drain pan corrosion, bearing wear. These single wall constructed units will 
need to be replaced within the next two years or excessive maintenance cost will be required 
to keep units operational. Spare parts may not be available. 
Recommendation is to replace all existing air handling units. 
 
The lack of induced ventilation air into these mechanical areas should be increased to improve 
Indoor air quality.  
Recommendation is to increase outside air quantities into mechanical room air handling 
units. 
 
Review of the existing lighting systems indicates the original fixtures are in poor condition. 
Classrooms do not have dual level lighting. Building does not meet energy code. Replace 
existing lighting in stairs. 
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Recommendation is to replace all original light fixtures including exterior fixtures and add 
dual level lighting to all classroom, Add motion detection to all areas to increase energy 
efficiency.   
 
 
 
Review of the existing student and staff restrooms and plumbing fixtures.  
Recommendation is to replace all original plumbing fixtures. The new fixtures will save on 
water usage and maintenance cost.   
 
Recommendation is to replace all original drinking fountains. The new fixtures will save on 
water usage and maintenance cost.  The existing fixture use of refrigerant has been 
discontinued.  
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Project Name:   West Memorial JH Renovation 

Project Description: 

Provide a comprehensive renovation to West Memorial JH.   

Components of a Comprehensive Renovation 

In  the  last  few  years,  Katy  ISD  has  developed  a  comprehensive  renovation  approach 

regarding  older  school  district  facilities.   The  first  priority  is  the  roof  and  building 

envelope  (brick, windows,  doors).  Once we  have  ensured  that  the  facility  has  been 

secured from water intrusion, we focus on the interior of the building.   

The  next  level  of  upgrade  is within  the  building  in which we  review  the mechanical, 

electrical, and plumbing (MEP) systems.  In regards to each discipline: 

- Mechanical  –  air  conditioning/heating.   As  the  equipment  ages  the  levels  of 
performance for operation and air quality tend to diminish. 

- Electrical  –  as  our  programs  have  evolved,  so  have  our  demands  for  electricity 
particularly  in  the  area  of  technology.   A  review  of  lighting  levels  for  student 
performance and energy efficiency is also evaluated. 

- Plumbing  –  in  older  buildings,  piping  deteriorates  affecting  the  quality  and 
efficiency of the plumbing.  A side effect could result in hidden leaks affecting the 
integrity of the walls including the introduction of mold. 

                

Changes to the MEP systems affect the interior finishes – flooring, painting of walls.  At 

that  same  time, we  review  the  existing  spaces  in  the  building  and  determine  if  they 

support  the  current  curriculum  and  legislative  requirements.   Areas  to be  considered 

would be the restrooms, classroom needs, clinic, and administrative. 

At this same time, we review the need for a classroom addition at the campus.  The MEP 

upgrade would take into consideration the need to support a building addition at a later 

date. 

When  determining  the  priority  of  campuses  and  the  total  building  upgrades, 

we evaluate  the  campuses  within  the  context  of  roof,  building  envelope,  MEP  and 

program.  Any immediate campus needs are addressed through our work order system 

in order to ensure a safe facility.   
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Background & Justification: 

Campus opened in 1976. 

Comprehensive renovation, per the comments from an outside engineering consultant: 

Review of the existing galvanized domestic water piping. This piping is in need of replacement 
due to leaks thru out the building.  
Recommendation is to replace the existing galvanized piping with copper piping throughout 
the building including above ceiling, chases and inside wall to the final connection.  
 
Review of Existing Electrical System, The electrical equipment is at the end of its life expectancy 
and Replacement parts may not be available. The electrical system has been expanded to its 
limits. Additional circuit space is required. 
Recommendation is to replace all original electrical equipment to provide future capacity.  
 
The administration area is being expanded and will need additional HVAC of the addition.  
Recommendation of the central plant will enable the additional HVAC for this area.  
 
Review of the existing twenty one (21) DX roof mounted single zone air handling units with 
terminal pinch‐off boxes. 
Recommendation is to replace all existing air handling units and terminal boxes. 
Replacement may include roof mounted chilled water air handling units with piping located 
on roof. 
 
Review of existing ductwork and terminal units. 
Recommendation is to replace all existing ductwork and terminal units.  
 
Review of the existing DX HVAC system.  
Recommendation is to replace all existing DX systems serving main building with one central 
plant to reduce the operational cost and maintenance.  This will include replacement of 
exhaust fans.   
 
 Review of the existing lighting systems indicates the original fixtures are in poor condition.  
Classrooms do not have dual level lighting. Building does not meet energy code. Replace 
existing lighting in stairs. 
Recommendation is to Replace all original light fixture including exterior fixtures and add 
dual level lighting to all classroom, Add motion detection to all areas to increase energy 
efficiency   
 
Replacement of all special systems, including FIRE ALARM, COMMUNICATIONS, CLOCK 
SYSTEM, SECURITY SYSTEM, NEW CAMERAS 
 
Review of the existing student and staff restrooms and plumbing fixtures.  
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Recommendation is to replace all original plumbing fixtures. The new fixtures will save on 
water usage and maintenance cost. 
 
Recommendation is to replace all original drinking fountains. The new fixtures will save on 
water usage and maintenance cost.  The existing fixture uses a refrigerant that has been 
discontinued. 
 
Review of existing emergency lighting and generator.  
Recommendation is to replace all emergency lighting and original generator. The new 
emergency fixtures and generator will save on maintenance cost.   
 
The kitchen renovation phase: 
Recommendation is to replace all electrical panels that serve this area and provide new gas 
piping to serve all gas appliances.  
 
Library renovation phase: 
During this renovation phase the lighting will be changed and additional electrical added. 
 
Stage renovation: 
During the renovation stage lighting and sound system will be replaced. 
 
Industrial Arts Building: 
Recommendation is to replace all electrical panels and DX HVAC systems that serve this area.  
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Project Name:   South Transportation Bus Parking Expansion 
 
Project Description: 
 Expansion of bus parking at the South Transportation facility to accommodate approximately 
50 buses. 
 
Background & Justification: 
 
Katy ISD currently has two transportation centers serving the district‐ the East Center, north of 
Mayde Creek High School, and the West Center, north of Hutsell Elementary off of Franz Road 
in the City of Katy. The West Center is at parking capacity; the East Center is nearly at parking 
capacity.  In recent years, it has been necessary to relocate bus runs previously served out of 
the West Center to the East Center due to the lack of parking. 
 
The need for a third transportation center in the southwest sector of the District was identified 
both in the 2002 Long Range Facilities Plan and in the 2006 bond planning discussions to 
address the growth needs of the District and the operational efficiencies a center in that area 
can provide because of the time and distance required to service that area.  The site was 
identified on property owned by the District adjacent to Rylander Elementary.  However, 
funding for the construction of the South Center was withdrawn from consideration by the 
2006 Bond Planning Committee in its final deliberations. 
 
From savings in other construction projects, construction of Phase I of the South Center was 
approved in 2009.  Use of this facility, which will have parking for approximately 70 buses, is 
targeted to begin in the 2010/11 school year.  In addition to establishing a transportation 
center presence in the southwest part of the District, Phase I will provide some routing 
efficiencies for this very high‐growth area.  It will also be of significant benefit to coaches in the 
secondary schools in that area who presently spend a great deal of time traveling to/from the 
West Center to pickup/return an activity trip bus, frequently during the instructional day. 
 
Because of the capacity needs that are expected to continue and the routing efficiencies and 
operational cost savings that can be created, the need still exists to fully build‐out the South 
Transportation site.  However, until funding becomes available for site build‐out, some bond 
monies will be necessary to create more bus parking to support the needs for this sector of the 
District.  The funds allotted in this recommendation are expected to create parking for 
approximately 40‐45 more buses. 
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Project Name:   Raines HS – Shell Space Classroom Build  
 
Project Description: 
Build out the existing 10,000 SF of shell space  for approximately 8 ‐10 classrooms 
 
Background & Justification: 
Shell Space Build Out: 

 RHS opened in August 2008. The school needs to be able to grow to meet the needs of 

our growingly diverse population, especially as students need 26 credits for graduation. 

 RHS is currently unable to consider expanding to accept reclassified 9th grade students, 

and can only serve a relatively small number of 10th grade students. Additional 

classroom space will allow for serving a broader grade range of students.  Of the 500+ 

students who meet the criteria of being at‐risk of not graduating within four years of 

high school, the majority of these students are reclassified 9th graders.  At this time, a 

student must remain on the home campus through their second year as a 9th grader.  

Data shows that the earlier we can provide intense tutorials and early intervention the 

more successful students are at passing the EXIT level TAKS Tests and graduating with 

their age appropriate peers.  

 All current classrooms are designed as computer labs. This does not allow for flexible 

arrangement for a variety of learning modalities.  There is no work space or classroom 

space available for intervention classes.  

 RHS needs additional flexible learning areas to facilitate project based learning, as 

current space is used to the maximum extent. 

 RHS has two teachers without a designated classroom.   Teachers are limited as to how 

many students they can tutor in their area of expertise because they have a full class of 

students working at the computers. 

 RHS needs another science classroom, especially as additional lab‐based sciences are 

required of all students for graduation. 

 Additional flexibly arranged finished space will accommodate the great need for a 

common planning space, allow for storage of confidential student materials and 

records, storage for technology, and allow for a teacher work space (there is currently 

no teacher workroom for RHS).  There is no a space for confidential records, supplies, 

etc.  
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Matrix Item 22 

Project Name:   Roof/Building Envelope – Mayde Creek HS 

Project Description:  Replacement of roof 

Background & Justification:    

This is a built up roof with gravel surface.  The roof areas to be replaced at Mayde Creek High 

are 27 years old.   The roof is failing.  Large repairs have been made in the field of the roof.  The 

vent curbs are deteriorated and expansion joints and roof drains leak.  Leaks have been so 

numerous and over such an extended period of time that interior damage has resulted.   

 

Phase 1 2010: 

Remove and replace the roof areas B1‐B18, remove and replace the translucent wall panels 

around the gyms at area C4‐C5 and the translucent skylight panels at area C3.  This included 

exterior waterproofing, replacement of through wall flashings and A/E fees.  A roof plan with 

the referenced area designations has been attached. 

 

Future Bond ‐ Phase 2‐ recommended year ‐ 2013: 

Remove and replace the roof areas C1‐C15 and D1.  This included exterior waterproofing, 

replacement of through wall flashings and A/E fees.    The above information is not only 

supported by District staff but an outside roofing consultant. 
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Project Name:   Replacement Chillers – Jeannette Hayes  Elementary 

      Replacement Chillers – Fielder Elementary 

      Replacement Chillers – Beck Junior High 

Project Description:  Replacement of mechanical equipment – Chillers (2) at each location 

Background & Justification:    

FE ‐ The Carrier chiller was manufactured in1994. 

JHE ‐ The Carrier chiller was manufactured in 1995. 

BJH‐ the McQuay chiller was manufactured in 1996. 

The life cycle of this air – cooled chillers are typically in the 15‐20 year range. 

 

The six chillers all have similar detrimental conditions that, in the best interest of the students, need to be replaced. 

These chillers provide the air conditioning for the entire building and would compromise the indoor air quality (IAQ) 

for the students & staff if this equipment is not fully functional and reliable. 

 

Continual issues on the chillers include condenser fan motor failure, compressor failure, condenser coil 

deterioration, and discharge pressure problems.  There has been a greater than average compressor failure rate on 

the chillers over the last several years. When a single compressor has a catastrophic failure, it tends to send debris 

into the other attached compressors in the same refrigerant circuit causing a shortened life expectancy and 

additional compressor failures.  

   

Coil deterioration is a large factor on these chillers equating to a loss of energy efficiency. While we are in need of 

reliable chillers, but there is also the opportunity to reduce our energy consumption with modern energy efficient 

chillers.   

 

When a situation arises and one unit is down during an outside temperature of 92 or above and cannot be repaired 

in a timely manner, there are options we work with during this situation.  Options include having the building run 

24/7 to help control the temperature but this option has a cost ‐ “High Energy Consumption”.  Another option is to 

shut down the outside air units short term to help reduce the load on the chillers but  this can only be a short term 

remedy due to potential IAQ issues.  

 

 R‐22 refrigerant is being phased out by the chemical manufacturers as of January 1, 2010. While R‐22 is at the start 

of the phase out process and there will be available parts for the short term future, KISD needs to acknowledge this 

phase out, upgrading our refrigerant to the new technology.  

   

These units as they progress in age require additional labor to keep functional as well as increased cost for parts. 

While the cost of a new chiller is high the repair cost on these chillers will increase. Recently there were 3 

compressor failures at 2 of the locations at an estimated cost $15,000 for replacement. 
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Project Name:   

Project Description: 

Parking & Athletic Light Pole Replacements 

Provide for replacement of parking lot and athletic field light poles at various facilities 

Background & Justification: 

The Maintenance & Operations Department is currently having all parking lot and athletic field light 
poles in the District identified for inspections to assess the structural integrity of the poles.  The 
inspections will be used to develop a prioritized list of poles requiring repair or replacement. 

Prior to the end of this school year, a Mayde Creek Jr. High School tennis court light pole fell due to 
corrosion of the interior walls of the steel pole.  This corrosion was not visible from the outside of the 
pole.  Maintenance has since replaced all 6 light poles on those courts.  A similar situation recently 
occurred at Memorial Parkway Elementary with a parking lot light pole in the front circle drive.  This 
pole was repaired by Maintenance as well.  Fortunately, in both instances there was on one hurt and 
no property damaged by the deficient poles. 

 

Pole inspections are not yet complete, however the following is a preliminary, partial list of poles 
identified for further assessments: 

West Memorial Jr. High – tennis   

McMeans Jr. High – tennis 

Katy Rodeo Arena 

Mayde Creek High School – tennis 

Beckendorff Jr. High – tennis 

Katy High School – football 

Katy High School – tennis 

Katy Jr. High – tennis 

McDonald Jr. High – tennis 

Beck Jr. High - tennis 
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Project Name:   

Project Description: 

Main Entry Security Improvements 

Provide for the construction of main entry vestibules for security improvements at specific campuses 
as noted below. 

Background & Justification: 

KISD Safety & security audits identified the need to secure campus entrances.  Vestibules enable 
schools to keep all exterior doors locked and direct the public to come in through one monitored 
entrance. School personnel can then visually inspect and interact with each visitor and ensure that 
every visitor is logged into RAPTOR.  Secure vestibules are the standard for new school construction.  

This is generally achieved by construction of glass storefronts and doors with appropriate electronic 
door devices. 

Elementary schools: 

Alexander, Bear Creek, Creech, Fielder, Golbow, Hayes, Hutsell, Katy, Mayde Creek, McRoberts, 
Sundown, Williams 

Junior high schools: 

 Mayde Creek, McDonald, Memorial Parkway 

High schools: 

 Cinco Ranch, Mayde Creek and Katy 
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Project Name:   

Project Description: 

Replacement of Elementary Cafeteria Floors 

Subsequent to the opening of the campuses noted below, additional construction control joints need 
to be added along with replacement flooring to eliminate cracks. These campuses include Cimarron, 
Exley, Fielder, Hayes, Katy, McRoberts and Pattison elementary schools. 

Background & Justification: 

These floors have been damaged due to expansion joint issues which appeared after construction.  This 
has resulted in cracked floors causing existing tiles to come unglued or sometimes split, causing a 
tripping hazard.  Until the additional expansion joints can be added, replacing tile on an ongoing basis 
would not be a viable solution. 

The floors would be replaced with vinyl synthetic flooring (recently installed at Stanley elementary) 
which saves maintenance hours and dollars, as no finish is necessary.  Vinyl synthetic flooring also 
prevents and reduces injuries due to slipping. 
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Project Name:  Rhoads Elementary Parking Lot Expansion 

Project Description: 

Rhoads Elementary fronts on Clay Road on the north side of KISD.  Standard parking was constructed 
when this campus opened in 2004.  Subsequently, it has been determined that additional parking is 
required at this facility to support the campus.  Space is available to add approximately 50,000 SF of 
paving on the southwest side of the campus. 

Background & Justification: 

When planning for our elementary campuses, a standard number of parking spaces for the public are 
provided.  Parking for overflow events (i.e., open house, awards, etc) is generally achieved via offsite 
parking in the surrounding neighborhood.  Frequently, this severe parking problem causes back‐ups 
onto Clay Road which, in turn, creates an unsafe traffic situation. Rhoads Elementary is somewhat 
unique in that off‐street parking is limited due to the Clay Road boundary and limited availability in the 
adjoining subdivision. 
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Project Name:   Kilpatrick Elementary Front Drive Widening 

Project Description: 

Kilpatrick Elementary opened in 2002.  The front driveway to the campus was built per the standard at 
the time, single lane of traffic coming off of Cinco Ranch Blvd.  This project would provide for two lanes 
of traffic to exist from Cinco Ranch Blvd and travel to the front of the campus as do our current 
prototype elementary campuses 

Background & Justification: 

Kilpatrick was one of the earlier renditions of our elementary prototype.  As we constantly improve 
upon these designs, it was noted that providing for two lanes of traffic to travel to the front of the 
school was more beneficial.  This allows for visitors to park in front of the school during peak travel 
times (i.e., dismissal) when parents are lined up coming to pick up students.  

The addition of this drive would not only aid in the allowance of visitors during peak drop off & student 
pick up but also provide access for emergency vehicles that need to get to the front of the campus.  
There has been a situation at this campus in which an ambulance needed access to the front office but 
was unable to do so because of parent traffic. 
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Project Name:   

Project Description: 

Replacement of Deteriorating Turf at Rhodes Stadium 

The turf at Rhodes Stadium was last replaced in 2003.  At that time, recommended replacement was 8 
to 10 years. 

Background & Justification:  

Based upon both the manufacturer and consultant recommendation, the “carpet” portion of this turf is 
due to be replaced.  There are tears and splitting in the field at the seams that have become a 
tripping/safety hazard.  There are also problems with the stitching at the yard line markers, out of 
bound lines and at the numbers.  This could result in a liability for the District for athletic and fine arts 
participants.  In addition, the turf is matted down resulting in a loss of resilience.   

The costs involved in this work include: 

- Removal & disposal of existing turf/”carpet” 
- 85,000 SF of new turf/”carpet” including markings & logo 
- Repair of the subsurface E layer from damage during carpet removal 
- Repair to stone base also resulting from the carpet removal 

 

 Final cost will also be contingent on the type of replacement turf/carpet. 
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Project Name:   

Project Description: 

KHS Pool Renovation 

Due to age & use, various improvements need to be completed to the Katy HS pool to maintain its 
functionality. 

Background & Justification:  

Katy High School Swim Center is the district’s only large capacity aquatic facility (elevated spectator 
seating and deck space to accommodate teams).  Therefore, all large events (Katy Invitational, Duel in 
the Pool, JV District, District, etc) are held at that facility.  This facility desperately needs a new 
scoreboard. Most of the timing equipment is in working order. 

The pool plaster is in disrepair and need to be replaced.   

KHS pool has gravity sand filters.  Backwashing these filters require great amounts of water and loss of 
chemicals.  

 The existing two story pump room and the space available needs to be reconfigured to provide for 
secure storage for equipment and chemicals. 
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Project Name:   Copier/Printer Retrofit 

Project Description: 

Provide for replacement for an aging fleet of copiers or multifunction printers. 

Provide for replacement for an aging fleet of printers that are not supported under Windows 7. Also, 

the replacement printers will allow District control over power settings, print settings such as duplex 

printing and detailed reporting. 

Background & Justification: 

There are copiers placed in shared work areas throughout the district. These copiers or multi-function 

printers (MFP) generate approximately 17 million impressions per month. As the MFP reaches its term 

of life it is no longer functional and must be replaced. However, age of unit is not the only factor 

considered at time of replacement. Our replacement criteria includes, install dates, total counter clicks, 

CBCs (Clicks between Calls for service), number of service calls, location of unit (heavy traffic area… 

only unit for department and service technicians recommendations (as they know the units and how 

well or poorly they are functioning). 

Due to the age, condition and specifications of the District printers, it is necessary for us to replace the 

devices that are not performing to current standards. By replacing these printers it will allow us the 

ability to control certain aspects of the devices that affect the overall budget, giving us better insight 

into who and what is being printed, power consumption, as well as device settings that can be set at a 

District level. Over the next couple of years, the District will adopt Windows 7 as a standard operating 

system. A significant number of printers associated with this retrofit are not supported under this 

operating system.   

 



  Return to Matrix 
 

 

 

Project Name:  Campus Standard Changes 

Project Description: 

The world of technology is a fast paced and dynamic environment.  Therefore funds allocated to 

Campus Standard Changes, would provide research-based instructional tools that support students in 

the learning process.  

Background & Justification: 

 For example with new Science Texas Essential Knowledge & Skill Objectives coming out from the state, 

we need to provide instructional technology tools that would aid students in learning these new 

objectives.    Another example to share is the TI Inspire Calculators.  These updated calculators 

provided students a new way to look at problems.  Problems were displayed in  2 and 3 dimensional  

shapes and easily changed when the problem changed.   Providing our students with the best tools 

equips them with deeper understanding of content and allows teachers an avenue to portray the 

concepts in a concrete way.  Having these funds to address the emerging technology will ensure our 

students and teachers have access to tools that facilitate with the learning process. 

 

Areas where we see the greatest potential for technological changes include: 

Math & Science 

Web Tools 

Continued Expansion of Mobile Learning Technologies 

 

These funds would be applied to campuses throughout the district. 
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Project Name:   Server Infrastructure Retrofit 

Project Description: 

Provide for replacement of servers that have reached the end of their life cycle. 

Background & Justification: 

The District has a (4) year replacement cycle on all server equipment that is no longer covered under 

HP warranty/support, as well as equipment that is no longer supporting the workload demands. This 

current cycle will address email gateway servers, web load balancers, network time servers, 

replacement servers for blade centers, database servers, storage servers, file servers and tape backup 

devices.  
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Project Name:   Server Infrastructure Growth 

Project Description: 

Provide for additional server equipment to support growing student and staff population. 

Background & Justification: 

Every year the student and staff requirements grow by 20 to 25% as it relates to storage, file, web and 

email services provided by the district. Storage capacity is closely related to the amount of new staff 

and students we acquire each year.  In recent years our storage needs have accelerated due to student 

and staff created content, virtualization, rich media, and database growth. The introduction of 

Dashboards and data warehousing projects required by the state also has a direct impact. This line 

item allows us to be responsive to these growing needs by expanding the capabilities of the current 

server infrastructure as well as purchasing new units. 

We are utilizing technology that allows us to re-use the chassis and connection components for two 

retrofit cycles, resulting in approximately 40% savings. Most existing standalone servers will be 

eliminated by 2012. This strategy allows us to realize savings in not only equipment replacement costs 

but operating costs such as power, AC and maintenance. 



  Return to Matrix 
 

 

 

Project Name:   Campus Network/Cabling Retrofit 

Project Description: 

Provide network cabling retrofit to campuses with older infrastructure such as Cat 3 or Cat 5 cabling. 

These projects will also allow us to provide more bandwidth to the desktops throughout the associated 

campuses by installing Cat 5e + as well as additional drops to support a growing number of devices that 

require such services. 

Background & Justification: 

 In previous years Katy ISD has installed a limited number of physical cables in each classroom and 

installed a 3Com jack in the wall that provided (4) network ports. The installation of this 3Com device 

was needed due to the number of network devices we support in each classroom (i.e., desktops, 

laptops, projectors, IP telephone, etc.). Due to the amount of the data passed over the network, 

growing number of devices and the limited capabilities of the 3Com devices, it is necessary to retrofit  

the listed campuses to the current standard of Cat 5e + as well as add additional drops. Each campus 

listed will also be reviewed for any AC and power needs in the network closets.  

The Wireless cabling portion of this project touches all campuses and is dependent on the proposed 

Core Network / Wireless Infrastructure line item within this Bond initiative. 

Proposed Campuses 

 McMeans Junior High 

 McDonald Junior High 

 Hutsell Elementary 

 Nottingham Country Elementary 

 Williams Elementary 

 Katy High School 

 Memorial Parkway Junior High 

 Schmalz Elementary 

 Creech Elementary 

 King Elementary 

 Wireless Cabling (All Campuses) 
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Project Name:   Core Network/Wireless Infrastructure 

Project Description: 

Provide for replacement of older network equipment as well as the purchase of new equipment to 

increase network bandwidth, improve security and upgrade private wireless network allowing for 

increased speed and additional users.  By upgrading the private network the district will also have the 

ability to create a “public” filtered wireless network allowing for non district computers/devices to 

access the internet. 

Background & Justification: 

The proposed line item addresses the need for the following equipment: 

 Replacement of “end of service” routers and switches 

 10gb switch infrastructure for Data Center environment  

 10gb switch infrastructure for campus backbone due to rich media and video over IP 

 Increased internet services/network security (additional firewalls, server segmenting) 

 Connectivity to athletic fields/press boxes  

 Upgrade to 802.11n standard and increase wireless access points  

 Additional wireless controllers and switches at data center to support access points. 
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Project Name: 

 

  Additional Portable Classroom Buildings 

Project Description:  30 additional portable classroom buildings to provide relief for the 
2011 – 2012 school until new facilities open in 2012 

 

Background/Justification: 

The following campuses will require additional portable classroom buildings until relief 
is provided with the projected opening of new facilities in 2012: 

High School: Seven Lakes 

Junior High: WoodCreek 

Elementary: Fielder, Kilpatrick, King, Rylander, Stanley, and WoodCreek 

 

 

 

 



  Return to Matrix 
 

Project Name:  

Project Description:  41 buses for growth and 69 replacement buses  

Buses 

Background/Justification: 

Over the 2-year bond planning period, additional buses are being requested to 
accommodate student growth.  It is expected that 11 regular education routes and 13 
special needs routes will be added annually, regardless if new schools are built.  This 
equates to approximately 48 buses with 26 of these identified as being for special 
needs.  However, 17 of these buses are expected to be purchased with previously 
approved grant stimulus funds, which leaves the need to purchase 31 buses for student 
growth.   

Growth bus needs 

In addition, to meet the requirements of special needs transportation, new schools 
generally require the addition of more special needs buses.  Four special needs buses 
are estimated to meet this need.  And while new schools alone typically do not result in 
increased regular education routes, there will be the need to add six buses due to 
increased activity trip needs related to two new JH schools.   

To meet the total bus needs for student growth and new schools, a total of 41 buses are 
requested.  

 

The District has identified a targeted replacement cycle beginning with the 2002 
authorization.  The intent is over time that no bus be older than 16 years old.  Currently, 
there are 34 buses in use older than 20 years and another 35 buses are 16-19 years old.  
In addition, there are 57 buses 12-14 years old.    Replacement of all buses 16 years or 
more old are recommended- a total of 69 buses.  

Replacement bus needs 
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Project Name:  Required  Pre‐Construction Architectural/Engineering Services 

Project Description:  Architectural/Engineering costs for various future projects to 
satisfy completion schedule requirements  

Background/Justification: 

With the current assumption of a future bond election in November 2012, and based 
upon current demographic data which indicates the required opening of High School #8 
(LUZ 6B) in 2015, Junior High #14 (LUZ 67A) and Junior High #15 (LUZ 6B) in 2014, 
Elementary #38 (LUZ 6B) in 2014, and the Agricultural barn for High School #7 in 2013, it 
is required that funding be provided within this authorization to complete pre‐
construction architectural and engineering services including completion of construction 
documents in advance of the bond authorization in order that construction can 
commence on these anticipated 2012 authorization projects to meet required 
completion and school opening dates. 

   

   



1 2

80

8

4

48

3

20

72

73

5

29B

79C

40

7B

33

6B

34

50

29A

52B

53

31

43
49

19

35

51A

30 38

54

12

6A

60B

28

7A

66

41 44

37A

17

67A

52A

67C

21

47B

51B

22B

10B 11B

22A

11A

45

58 46
42A

16A13B

74B

10A

79A

24A

79E

37B

74C

51C

74D

23A

74G

25A

47A

68A

74A

78A

56A

68B

74H

23B

71A

56B

14B14A

39

65

60A 61A

42B

32A

61B

63A

25B

32B

18

61C

24C

36A 36B

57B

81

75D

64
82A

63B

16B

57A

61D

14E

62B

9

70B

79B

26A

76D

59B

75C

75A

75H

62A

77A

74I

69C

69A68C

27D

78B

76B75F 79F

55

79D

59C

26B

75B

15A

70A

76E

67B 69B

14D

27B

14C

27C

74E

59A

75E

76C

13A

77D
71C

74F

24B

82B

79G

76A

15C

69D

75G

77C

27A

15B

77B

71B

Return to Matrix




